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CLERK SIDE
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FIRE RATED COUNTERTOP

SEE PLAN WHERE SHUTTER APPLIES

SQUARE HOOD

11
"

2 
1/

4"

2"

SEALANT AND BACKUP

ALUMINUM SLIDING PASS
THROUGH WINDOW

FIRE RATED COUNTERTOP

BOND BEAM, SEE  LINTEL
SCHEDULE ON AE601

SEALANT AND BACKUP

ALUMINUM SLIDING PASS
THRU WINDOW

FIRE RATED, SMOKE SEALED
COUNTER SHUTTER

STL. ANGLE BEYOND FOR BRACING
TO CMU WALL BY MANUFACTURER

SEE REFLECTED CEILING
PLAN FOR CEILING TYPE

WALL TYPE C1 ABOVE
SEE AE601

SEALANT AND BACKUP

1/4" MOUNTING BLOCK

ALUMINIUM STOREFRONT SYSTEM

SEALANT AND BACKUP

CMU  PARTITION
(SEE PLAN FOR TYPE)

ALUMINIUM STOREFRONT SYSTEM

GROUND FLOOR
100' - 0"

CUT EXISITING SLAB
FOR INSTALLATION OF
PIPING AND TRAPS

AE502

F4
EXISTING
CONCRETE SLAB

NEW 8"
CONCRETE SLAB

NEW CART WASHER

FINISHED CEILING,
REFER TO AE900 SERIES

AE504

A1

AE504

A1
OPH

METAL PANEL FINISH
@ PARTITION TYPE C1

GROUND FLOOR
100' - 0"

5"

8" MINIMUM

P
IT

 D
E
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H
8"

C
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N
C

R
E

T
E

 S
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B
8"

RESINOUS FLOORING. PROVIDE WATER VAPOR
CONTROL SYSTEM/CRACK SUPPRESSION
MEMBRANE PER MANUFACTURER'S
RECOMMENDATIONS. REFER TO SPECIFICATIONS.

#4 @ 12" O.C. E.W.

STAINLESS STEEL
STRAP ANCHORS
WELDED TO ANGLES

EXISTING 5" SLAB ON GRADE

NEW FINISHED FLOOR

#4 @ 12" O.C. DOWELED INTO EXISTING SLAB ON
GRADE WITH ADHESIVE ANCHOR SYSTEM ON ALL
SIDES. GROUT DOWEL IN PLACE.

1/
4"

NEW NORMAL WEIGHT CONCRETE SLAB (fc= 4,000 PSI @28
DAYS ON 4" MIN. CRUSHED STONE OVER COMPACTED
EXISTING SUBGRADE (95% MIN. PROCTOR).

1 1/2" X 1 1/2" EDGE ANGLES

AE502

D8

AE502

B8

1'-0"

3"

6"

EXISTING SLAB ON
GRADE, SEE PLAN

WWF 6X6-W2.9XW2.9

#4 CONT

FINISH SLAB ELEVATION
TO MATCH EXISTING

SLAB ELEVATION

#3 DOWELS @ 18" O.C. AROUND SLAB
PERIMETER. DRILL AND EMBED 3 1/2"
INTO EXISTING SLAB USING ADHESIVE
ANCHORING SYSTEM

EXISTING CONCRETE SLAB ON GRADE

APPLY BONDING AGENT BEFORE
POURING NEW CONCRETE NEW CONCRETE INFILL SLAB (6" MIN.

THICKNESS) f'c = 4,000 PSI @ 28 DAYS, FINISH TO
MATCH EXISTING SLAB

SAWCUT EXISTING SLAB AND EXCAVATE TO
INSTALL NEW PIPE

EXISTING CONCRETE SLAB ON GRADE

#3 @ 24" OC DOWELS STAGGERED,
DRILL AND INSTALL USING ADHESIVE
ANCHORING SYSTEM

NEW UTILITY PIPE, REFER TO PLUMBING DRAWINGS
1

2

GROUND FLOOR
100' - 0"

SS PASS THRU
SEE EQUIPMENT DATA SHEETS

8PC PERIMETER SS MOUNTING
FRAME (1-5/8" X 2-3/8" ANGLE)

SEE PLAN FOR DIMENSIONS

BOND BEAM, SEE LINTEL SCHEDULE
ON AE601 FOR MORE INFORMATION

SEE RCP FOR CEILING TYPE & HEIGHT

OVER CENTER DRAW LATCH

SEE PLAN FOR WALL TYPE

EXISTING CONCRETE SLAB ON GRADE

T
Y

P
.

3'
-0

"

AE504

D6

SEE FINISH SCHEDULE AND AE503
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423 E 23RD STREET, NEW YORK, NY 10010

Henningson, Durham & Richardson, Architecture and Engineering, P.C.
500 Seventh Ave, 11th Floor, New York, NY 10018 . 212-904-1212

WARNING: This warning is required to be included on this
document under New York State Education Law, Article 145,
Section 7209, Sub-Paragraph 2.  It is a violation of the
aforementioned law for any person, unless acting under the
direction of a licensed professional engineer or land surveyor, to
alter any portion of the design set forth on this document.  If any
item of the design set forth in this document is altered, the
altering engineer or land surveyor shall affix to the item his/her
seal and the notation "altered by" followed by her/her signature
and the date of such alteration and a specific description of the
alteration.
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DETAILS

6

VA NY HARBOR HEALTHCARE SYSTEM

MANHATTAN CAMPUS GROUND FLOOR PHASE 1B

STERILE PROCESSING SUITE

 1 1/2" = 1'-0"
F7

SECTION @ SLIDING WINDOW
 3" = 1'-0"

F8
SLIDING WINDOW SILL SECTION DETAIL

 3" = 1'-0"
E8

SLIDING WINDOW HEAD SECTION DETAIL

 3" = 1'-0"
B8

STOREFRONT HEAD SECTION DETAIL

 3" = 1'-0"
D8

STOREFRONT SILL SECTION DETAIIL

 1/2" = 1'-0"
F1

SECTION DETAIL @ CART WASHER PIT
 3" = 1'-0"

F4
SECTION DETAIL @ STERILIZER PIT

 1" = 1'-0"
D7

SECTION @ STOREFRONT
 1" = 1'-0"

D4
SLAB DEPRESSION DETAIL

 1" = 1'-0"
B4

UNDERSLAB PIPING DETAIL

0 1'-0" 2'-0" 4'-0" 0 3" 6" 9" 0 3" 6" 9"

0 3" 6" 9"

0 6" 1'-0" 1'-6"

0 3" 6" 9"

0 6" 1'-0" 2'-0"0 6" 1'-0" 2'-0"

0 6" 1'-0" 2'-0"

0 3" 6" 9"

 1" = 1'-0"
D1

SECTION AT PASS THRU CABINET

NO REVISIONS DATE

ISSUE FOR CONSTRUCTION 07/25/2014

1 ADDENDUM 1 02/13/2015

1

1


